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GENERAL NOTES Q0/FED /JOKST.
20181300 | TREE PRUNING (1 TO 1@ INCH DIAMETER) EACH 20
1. ALL CONSTRUCTION SHALL BE DONE IN ACCORDANCE WITH THE CONTRACT 9. THE CONTRACTOR SHALL MAKE SPECIAL NOTE OF THE REQUIREMENT FOR
SPECIFICATIONS AS WELL AS: EE?%%%T&EN%%KTAPTEHES?%T’;ILEL[LTAT%NP?)?TTag TAPE SHALLBE TRGPEETED. 20191350 | TREE PRUNING (OVER 18 INCH DIAMETER) EACH 30
n. Al /)
ILLINOIS DEPARTMENT OF TRANSPORTATION STANDARD SPECICATIONS AND APPROVED BY THE RESIDENT ENGINEER PRIOR TO BACKFILLING OR DURING . ;
FOR ROAD AND BRIDGE CONSTRUCTION AS ADOPTED JANUARY i, 2007. PLOWING OPERATIONS, AS APPLICABLE.
ILLINOIS DEPARTMENT OF TRANSPORTATION SUPPLEMENTAL SPECIFICATIONS 213088108 | EXPLORATION TRENCH, SPECIAL FOOT 25
AND RECURRING SPECIAL PROVISIONS ADOPTED JANUARY 1, 2007. 10. NO POLES SHALL BE ERECTED UNTIL THE RESPECTIVE FOUNDATIONS HAVE CURED,
AS APPROVED BY THE ENGINEER.
ILLINOIS MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES FOR STREETS AND
HIGHWAYS (LATEST EDITION IN EFFECT ON THE DATE OF INVITATION FOR' BIDS). 11. THE CONTRACTOR SHALL MAKE SPECIAL NOTE OF THE REQUIREMENTS FOR : 67100108 | MOBILIZATION L SUM t
iﬁuoxgcl ELECTRICAL CABLE. SEE "GENERAL ELECTRICAL REQUIREMENTS”
THE_CONTRACTOR SHALL MAINTAIN A SET OF CONSTRUCTION RECORD DRAWINGS o SPCIe DETALL Ol STEET 10 - 78102622 | RAFFIC CONTROL AND PROTECTION. STANDARD 701502 L SUM n
2. B%éﬁ%a%ﬂh Dc% AI"‘%(L;EIZ%IETSO Em% UPNL 'IA!-E\‘RSEDANDAT;‘/IIEYL'K%C Ao DA&:DIBEEPP; & LATLL 12. THE CONTRACTOR SHALL MAKE NOTE OF THE REQUIREMENTS FOR GROUNDING.
DRAWING AND TWO (2) PAPER SETS MUST BE SUBMITTED TO THE DEPARTMENT ROD SHALL BE EXOTHERMIGALLY WELDEDL AS SPECIEIED. AND. SHALL BE-INSPECTED 70102625 | TRAFFIC CONTROL AND PROTECTION, STANDARD 781686 | | gy !
OF ENGINEERING FOR REVIEW AND APPROVAL UPON COMPLETION OF THE PROJECT AND APPROVED BY THE RESIDENT ENGINEER PRIOR TO ﬁOURING CONCRETE OR
BACKFILLING, AS APPLICABLE.
3. NOMINAL QUANTITIES FOR THE FOLLOWING PAY ITEMS HAVE BEEN INCLUDED IN ‘ B. EQUIPMENT GROUND CONDUCTORS (GREEN COLOR CODED) SHALL BE SPLICED 78102635 | TRAFFIC CONTROL AND PROTECTION. STANDARD 781781 | | gy 1
THE PLANS AND SHALL BE UTILIZED AS DIRECTED BY THE ENGINEER: AND PIGTAILED TO EACH METALLIC JUNCTION/PULL BOX THEY PASS THROUGH AS
| G = ARG
EXPLORATION TRENCH, SPECIAL 25 FOOT CISTED MEANS. 80400100 | ELECTRIC SERVICE INSTALLATION EACH 1
T PRUNING (s 10 anch DIAMETER) 20 EacH C. METALLIC JUNCTION/PULL BOXES SHALL BE EQUIPPED FOR THE GROUNDING :
WIRE TERMINATIONS WITHOUT DEGRADATION OF NEMA BOX RATING. 81000608 | CONDUIT IN TRENCH, 2' DIA., GALVANIZED STEEL FOOT 30
4. WITHIN THIRTY (30) DAYS AFTER THE CONTRACT IS SIGNED AND BEFORE ANY 13, ABANDONED UNDERGROUND UTILITIES THAT CONFLICT WITH CONSTRUCTION
WORK IS AUTHORIZED BY THE ENGINEER, THE CONTRACTOR SHALL SUBMIT SHALL BE DISPOSED OF OUTSIDE THE LIMITS OF THE RIGHT OF WAY ACCORDING
'MANUFACTURER’S LITERATURE PERTAINING TO LIGHTING WORK FOR THE TO ARTICLE 202.03 OF THE STANDARD SPECIFICATIONS AND AS DIRECTED BY THE 81018709 | CONDUIT PUSHED, 3" DIA.. GALVANIZED STEEL FOOT 800
ELECTRICAL ENGINEER'S REVIEW AND APPROVAL. ENGINEER. THIS WORK WILL NOT BE PAID FOR SEPARATELY, BUT SHALL BE
5. IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY TO MARK THE PROPOSED INCLUDED TN THE COST OF EARTH EXCAVATION.
" LOCATIONS OF ALL LUMINAIRES FOR EXAMINATION AND CONFIRMATION WITH 14. ANY REFERENCE TO A STANDARD IN THESE PLANS SHALL BE INTERPRETED TO 81100800 82[‘32&%?2??53 TO STRUCTURE, 3" DIA., FOOT 250
THE ENGINEER AT THE PRE~CONSTRUCTION INSPECTION. MEAN THE EDITION AS INDICATED BY THE SUBNLMBER SHOWN IN THE LIST OF ‘ :
STANDARDS INCLUDED IN THESE PLANS.
6. THE ENGINEER SHALL APPROVE THE LOCATIONS OF ALL PUSH PITS. 5 | JUNCTION BOX, STAINLESS STEEL, ATTACHED TO
15. ALL DAMAGE TO DEPARTMENT OWNED UNDERGROUND FACILITIES, CAUSED BY 81300818 | cTpicTURE, 18" X 12 * EACH 2
7. THE ATTENTION OF THE CONTRACTOR IS DIRECTED TO ARTICLE 801.04 OF THE THE CONTRACTOR SHALL BE REPAIRED TO THE SATISFACTION OF THE i
MBS SECLICUION SLooig e RS LeCTOR b e | Sl o praes s SN w . |
M ACILITY OPE AL WHIL
PLANS IS MAINLY INTENDED TO SHOW ELECTRICAL CIRCUITRY. AN EFFORT HAS MATERIAL IS BEING OBTAINED TO MAKE PERMANENT REPAIRS. SPLICING OF 502004p0| ROCK EXCAVAT ToN FOR STRWCTURES CUYD 7
BEEN MADE TO AVOID UTILITY CONFLICTS BUT THE EXACT LOCATION ELECTRIC CABLE SHALL NOT BE ALLOWED. ELECTRIC CABLE SHALL BE
SO S A5 CRDIIS Sioo, & el 87 e Sihers REPLGED FRO P10 P O GO
7
QUANTITIES SHOWN FOR UNIT DUCT AND CONDUIT SHALL BE CONFIRMED 81980200 | TRENCH AND BACKFILL FOR ELECTRICAL WORK Foot 5575
IN THE FIELD. THE ENGINEER SHALL APPROVE THE LOCATIONS OF ALL PUSH PITS.
8. THE CONTRACTOR SHALL KEEP DEVIATIONS FROM THE UNIT DUCT ROUTING 82102400 bg’{‘%NMRE’ SODIUM VAPOR, HORIZONTAL MOUNT. 400 EACH 39
SHOWN ON THE PLANS TO A MINIMUM. MAJOR DEVIATIONS SHALL BE REPORTED
TO AND APPROVED BY THE ENGINEER BEFORE INSTALLATION.
82500540 | LIGHTING CONTROLLER TYPE CB-RCS 18BAMP - 488VOLT EACH .
53009620 LFITSHT POLE, ALUMINUM, 45 FT. M.H., 15 FT. MAST EACH a9
A
STATE OF ILLINOIS 83600300 | LIGHT POLE FOUNDATION, 3@* DIAMETER FOOT 312
DEPARIgENT OF TRANSPORTATION
ISTRICT THREE
BREAKAWAY DEVICE, TRANSFORMER BASE., 15 INCH BOLT
JL % EE‘ W | 83880285 | g g EACH 39
REVIEWED BY: i’"‘ swdid
DISHRICT STUDIES & PLANS ENGINEER A X@324845 | REMOVE AND REINSTALL LIGHT POLE, COUPLINGS EACH 216
DATE: 10 20~ 04
XX@B6392 | CLASS D PATCHES, 6' (SPECIAL) SQ YD 250
. { UNIT DUCT WITH2-1/C NO. 6 AND 1/C NO. 8
EXAMINED BY: @”‘?’ %8160176 | GROUND, 688V (XLP-TYPE USE)s 1 1/4" DI AMETER FOOT 3450
BISTRICT CONS{fRUCTl‘dN ENGINEER POLYETHYL ENE
- UNIT DUCT WITH2-1/CNO. 4 AND 1/C NO. 6
J%@;Aé_ﬂm______‘ X8160175 | GROUND, 688V (XLP-TYPE USE), 1 1/4" DI AMETER FooT 3500
DISTRIC MATERIALS/ENGINEER POLYETHYLENE
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